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Abstract: The recent growing diffusion of dispersed generation in low voltage (LV) distribution
networks is entailing new rules to make local generators participate in network stability. Consequently,
national and international grid codes, which define the connection rules for stability and safety of
electrical power systems, have been updated requiring distributed generators and electrical storage
systems to supply stabilizing contributions. In this scenario, specific attention to the uncontrolled
islanding issue has to be addressed since currently required anti-islanding protection systems, based
on relays locally measuring voltage and frequency, could no longer be suitable. In this paper,
the effects on the interface protection performance of different LV generators’ stabilizing functions
are analysed. The study takes into account existing requirements, such as the generators’ active
power regulation (according to the measured frequency) and reactive power regulation (depending
on the local measured voltage). In addition, the paper focuses on other stabilizing features under
discussion, derived from the medium voltage (MV) distribution network grid codes or proposed
in the literature, such as fast voltage support (FVS) and inertia emulation. Stabilizing functions
have been reproduced in the DIgSILENT PowerFactory 2016 software environment, making use of
its native programming language. Later, they are tested both alone and together, aiming to obtain
a comprehensive analysis on their impact on the anti-islanding protection effectiveness. Through
dynamic simulations in several network scenarios the paper demonstrates the detrimental impact
that such stabilizing regulations may have on loss-of-main protection effectiveness, leading to an
increased risk of unintentional islanding.
Keywords: distributed generation (DG); power regulation; fast voltage support (FVS); inertia
emulation; interface protection system (IPS); islanding detection; unintentional islanding
1. Introduction
In many countries, different grid codes have been recently approved with the scope of defining the
connection rules for passive and/or active end-users. At European level, the technical specifications
CENELEC TS 50549-1 and CENELEC TS 50549-2 [1,2] contain the recommendations for the connection
of generating plants, with injected current above 16 A, to the distribution networks at low voltage
(LV) and medium voltage (MV), respectively. Furthermore, micro-generating plants with rated current
below 16 A connected to LV networks are regulated by the European Standard CENELEC EN 50438 [3].
In the Italian domain, standards CEI 0-16 [4] and CEI 0-21 [5] introduce the technical schemes and rules
for the connection of passive and active users to the MV and LV networks respectively, including in
the latest version the simultaneous presence of both distributed generators (DGs) and energy storage
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systems (ESSs). Both of them could be involved by the distribution system operator (DSO) in regulating
the network operating conditions, e.g., as illustrated in [6–9].
The scope of these documents is to define the rules to ensure the integration of DGs and
ESSs in the present electrical networks with the highest compatibility level. Local generators and
storages connected to LV and MV grids are required to participate in supporting the network stability.
The injected active power regulation (named P/f regulation) is recommended to contribute to the
frequency stability of the main grid, whereas the reactive power regulation (named Q/V regulation) is
focused on the control of voltage levels in the distribution network [10]. Even if the Q/V regulation
could have weak effects on controlling the local voltage in LV systems (where a P/V regulation could
be more suitable [11,12], depending on the R/X ratio [13]), this function is implemented by present grid
codes also on LV DGs [5], and may provide a significant a support for the MV system. Furthermore,
active and reactive power modulation of DGs connected both at the LV and the MV distribution
systems could be exploited in order to face voltage imbalance issues [14–17]. Furthermore, currently
applied standards define wider frequency and voltage operating ranges for the interface protection
systems (IPSs) to avoid the untimely disconnection of the generating plants and, consequently, to
prevent balancing actions on the transmission grid. Additionally, this work discusses other types of
stabilizing functions, such as the fast voltage support (FVS) and the synthetic inertia (SI): although not
yet required by grid codes, they have been proposed by technical documents and literature.
In steady-state conditions the advantages of these improvements are well known. Conversely,
the paper demonstrates that, in the case of faults or switching operations (due to network maintenance,
reconfigurations, false circuit breakers tripping, etc.), stabilizing functions provided by DGs may
lead all, or a portion of, the LV system to autonomously operate disconnected from the MV network.
In particular, in several network scenarios (considering different imbalance levels between load and
generation in the LV portion), stabilizing functions have a role in containing voltage (V) and frequency
(f ) variations after the islanding event. This inhibits the correct trip of currently required loss-of-main
protections, resulting in an uncontrolled islanding operation for a not negligible duration. Dynamic
simulations have been carried out in the DIgSILENT PowerFactory environment. Already-defined
stabilizing functions and IPS specifications are set referring to the present Italian grid code [5],
in accordance with the CENELEC guidelines. Even if the paper refers to a national standard, it is
worth noting that national grid codes of European counties are evolving toward harmonization with
CENELEC guidelines.
In the following, Section 2 summarizes the present requirement for LV DGs, Section 3 introduces
additional stabilizing functions under discussion, Section 4 illustrates the case study and network
models, whereas Section 5 reports and discusses the obtained results, demonstrating the impact of
stabilizing functions on loss-of-main protection effectiveness, focusing on LV networks.
2. Present Standard and Requirements for Distributed Generators (DGs) Connected to Low
Voltage (LV) Networks
2.1. P/f and Q/V Regulations
The DSO can require active users to participate in the network frequency regulation by modulating
the active power production. In case of over-frequency, the generator is called to reduce its active power
injection according to a droop curve, with a statism S0 = 2.4%, as reported in [5]. The active power
reduction is based on the measured local frequency and is applied according to the P/f characteristic
shown in Figure 1. Once the frequency perturbation ends and the frequency derivative becomes
negative, the static generator has to maintain the reached active power level p’ for a duration of 300 s,
to avoid frequency oscillations, before returning to the initial level (active power hysteresis).
Participation to the voltage regulation is obtained by suitably managing the reactive power
injection according to the Q/V characteristic depicted in Figure 2. As long as the measured voltage
remains within a range near to the nominal value, the generator reactive contribution is null. Otherwise,
the generating unit behaves as a capacitive or an inductive load in the case of under or over-voltage,
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respectively. The regulating function Q/V is not required if the DG rated power is smaller than
11.08 kW (corresponding to 16 A). Considering present Italian grid code requirements [5], values of
the parameters adopted in this work are summarized in Table 1 (with reference to Figures 1 and 2).
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Figure 1. Active power regulation characteristic (P/f ): activation thresholds and active power hysteresis
behaviour (time duration of 300 s) to avoid frequency oscillations. The red trajectory represents the
active power trend required for a distributed generator (DG) unit connected at a low voltage (LV) level
in the case of frequency perturbations with a peak value between f2 and f3.
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Figure 2. Reactive power regulation characteristic (Q/V): activation thresholds and maximum
reactive contribution required (Q/Pr > 0 means a reactive behaviour of the DG unit equivalent to
a capacitive absorption).
Table 1. P/f and Q/V parameters as defined by Italian standards for distributed generators (DGs)
connected to the low voltage (LV) distribution system.
P/ Regulation Characteristic Q/V Regulation Characteristic
f 1 50.0 Hz v2s 1.10 p.u.
f 2 50.3 Hz v1s 1.05 p.u.
f 3 51.5 Hz v1i 0.95 p.u.
- - v2s 0.90 p.u.
- - q* 0.4843 p.u.
2.2. Interface Protection System
Und r steady-state or slowly varying r gime , the ben fits in t rms of power q ality of the
above-mentioned DGs’ stabilizing action are well established. However, the potential risk of
uncont lled islanding on distributi networks eeds o b k p u der c ntr l. Unintentional
islanding is a dangerous condition for various reasons, as: (i) the incorrect in ervention of prot ction
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systems; (ii) the risk of devices damage; (iii) the risk to the safety of both end-users and the network
maintenance staff. Referring to Italian standards, several studies in this field have been carried out
demonstrating, through both analytical and numerical analysis, the increased risk of undetected
islanding operations in active distribution networks in accordance with CEI 0-21 requirements [18–22].
In addition, Italian rules for MV networks introduce protection systems with the automatic
reclosing logic in order to limit the duration of network outages in case of non-permanent faults.
The reclosing cycle is usually operated in the primary substation on the switches supplying the
MV feeders and can interfere with the IPS of active end-users. The possibility of an automatic
reclosing, with a part of the feeder locally supplied by DG units connected in the LV networks, is not
negligible [23]. This event generally coincides with an out-of-synchronism state as the main grid and
the islanded network could have different frequencies and phase angles [21]. The effects on rotating
generators of the out-of-synchronism reclosing are investigated in [22].
For these reasons, loss-of-main protections and techniques have been considered and developed
to avoid unintentional and uncontrolled islanding conditions in the case of grid failures or fault
conditions. Anti-islanding solutions are classified in passive or active ones [24]: the first type operates
de-energizing the generator in case of voltage and/or frequency values outside allowed ranges,
whereas the second is constituted by active devices. In the first case, an innovative solution is
presented in [25], whereas, for the second technology, different methods could be adopted as the
frequency shift method [26] or the remote control [27]. In particular, according to Italian standards,
additional procedures have been proposed [28,29].
The present grid code for DGs connected to LV networks [5] defines the IPS as a passive
loss-of-main protection forcing the disconnection of the generator and the optional storage system if
frequency or voltage at the connection point are outside the pre-set ranges.
The frequency protection (Code 81 in ANSI/IEEE classification, where ANSI is the American
National Standards Institute) can operate with either restrictive or permissive thresholds, depending
on an external signal from DSO, as depicted in Figure 3. In the restrictive mode, the protection
disconnects the generator from the grid if the frequency is maintained out of the range 49.7–50.3 Hz
for more than 100 ms. Otherwise, in the permissive mode, the limits are 47.5 and 51.5 Hz, for 4 and
1 s, respectively.
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Figure 3. Frequency protection thresholds: restrictive and permissive thresholds can be activated
according to distribution system operator (DSO) requirements (connection rules or DSO external signal).
Under-voltage and over-voltage protections (Code 27 and Code 59, respectively, in the ANSI/IEEE
classification) implement the fault voltage ride through (FVRT) logic. The required voltage protection
thresholds are reported in Figure 4. With this approach, rapid voltage variations are allowed to preserve
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the operation of DG units during faults, avoiding untimely IPS intervention. Both over-voltage and
under-voltage transients are admitted for a limited duration.Energies 2017, 10, 156 5 of 16 
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A configurable dead band can be introduced for a range of voltage values close to the nominal
voltage. These recommendations are summarize in Figure 5, in which k is assumed to be equal to 3.
The dynamic voltage regulation can be provided with various methods or technologies, with
either large lumped static var systems (SVSs) in primary or secondary substations, or several smaller
distributed devices. The greater effectiveness of the latter is proved in [30] and the implementation of
voltage regulating capabilities on DGs is widely recommended. The regulating function would operate
in case of both grid faults and disconnections from the main grid, which means reducing the voltage
perturbation, thus limiting, in the latter case, the effectiveness and reliability of presently-required
loss-of-main protections.
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with the FVS function required for medium voltage (MV) DG units [2].
An analysis of th voltage support function through reactive power injections by static generators
(in particular photovoltaic) is presented in [31] referring to German grid codes. Focusing on the effects
of voltage regulation in LV networks, other results are presented in [32]. Furthermore, the management
of the local generators reactive power at positive and negative sequences allows, respectively, to control
voltage amplitude and to balance phase voltages [33,34]. In [35], a parametrical analysis of voltage
regulation through DGs reactive power injections has been carried out as a function of the network
R/X ratio to maximize its effectiveness.
In this paper, the dynamic voltage co tribution in supporting network voltage during faults,
focusing on its ffects n the installed IPS , is examined in depth.
3.2. Synthetic Inertia
In addition to the power regulations required, or suggested, by national and international
technical standards, a further active power management method is here considered, named synthetic
inertia or inertia emulation. Usually, inertia emulation is implemented in modern wind turbines
(WTs) and i s impact on frequency stability is widely demonstrated [36–38]. In this work the
synthetic inertia is supposed to be applied also to static generators connected to the LV distribution
network (e.g., photovoltaic plants) in order to investigate its impact on frequency oscillations and
islanding detection.
Usu lly static and electronic interfaced ge e ors are designed to be insensitive to f equency
variations at their connection node and, co sequently, volve without inertial response. Even if a
P/f regulation is required in steady-state operating conditions, present static DGs do not regulate
injected power to support network stability during fast frequency perturbations (e.g., with peak value
lower than f 1, referring to Figure 1), as intrinsically performed by rotating generators thanks, to their
mechanical inertia.
The inertia effect could be synthetically implemented in static generators by requiring electronic
converters to contribute in case of frequency perturbations. In particular, an extra active power injection
(or absorption) could be requested to simulate the i rtial behaviour f s nchronous generators.
The amount of this contribution is pr portional to the netw rk frequen y derivative and im roves the
electrical system transient stability.
Whereas, in the case of wind turbines, the additional active power is retrieved from the blades
rotating inertia, in case of static generators the synthetic inertia function could be provided by an
associated small scale local storage system (e.g., a storage unit normally operating to maximize the
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DG self-consumption). Methodologies for the estimation of the energy storage system size to provide
adequate inertia emulation, in addition to other stabilizing regulations, are presented in [39,40].
With reference to the most widely used models illustrated in [37,38], the additional active power
∆PSI is assessed starting from ∆ω (frequency deviation measured by a phase-locked loop, PLL) through
a derivative block combined with a low-pass filter, as represented in Figure 6. Thus, the incremental
active power is proportional to the frequency deviation derivative. The proportional constant Kd
is related to the desired inertia constant H the device is required to have. The denominator pole is
necessary to avoid any response to very fast frequency variations due to measurement noise. Values
∆PSI,n and ∆PSI,p define the operative band that represents the maximum participation of the synthetic
inertia function.
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4. Low Voltage Network Study Case
A simple, yet representative, portion of a typical LV network has been considered to assess
the time evolution of voltage and frequency following a contingency, when one or more local static
generators provide the regulating functions, such as P/f, Q/V, FVS, and synthetic inertia, according to
the standards.
The effectiveness and the reliability of the IPS operation have been investigated with specific focus
on: (i) the unintentional islanding formation (due to switching operations); and (ii) the consequences of
a short circuit fault on the MV side of the distribution transformer. A test case has been implemented in
the DIgSILENT PowerFactory environment, where requirements of grid codes (in terms of stabilizing
functions and IPS characteristics) and additional features under discussion have been modelled making
use of the native software simulation language.
4.1. et ork ata
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he equivalent syste epicted in Figure 7 consequently offers results that are representative
of ifferent o ains:
• n entire LV network supplied by the MV/LV transfor er in the secondary substation: in this
case, the model ed components are network equivalent repres ntations of the overall load [41– 3]
and connected DG units.
• An active end-user: the unexpected islanding is analysed in terms of potential safety issues for
untrained people.
Three main devices compose the equivalent LV system (0.4 kV rated voltage): (i) a LV load
(“Load1”); (ii) a reactive compensation device (“Capacitor Bank”); and (iii) a DG unit (“Static Generator”,
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e.g., a photovoltaic plant). The DG unit is modelled as a DC voltage source interconnected with
the AC bus “LV-Bus” through a pulse-width modulation inverter (PWM Converter). The overall
system comprises the MV main grid equivalent representation (“External Grid”, rated voltage 20 kV)
and a MV/LV distribution transformer (group Dyn11 with the star point earthed on the LV side,
Sn = 400 kVA).
The centralized reactive compensator “Capacitor Bank” is directly connected to the node “LV-Bus”,
downstream the transformer (LV side) and is modelled as a standard load with a dedicated control
scheme regulating the reactive power set-point (whereas its active power set-point is equal to zero).
Both the load and the generating group are connected to the secondary substation through dedicated
three-phase lines. Thus, these components are considered representative of passive and active users,
respectively: in the present work, lines have aluminium sections of 185 mm2 and length of 300 m.
The component “Load1” models all of the passive end-users distributed along the LV feeder: it has
a 50 kW nominal active power absorption Pn and a power factor equal to 0.928. The behaviour is
both static (40% of Pn) and dynamic (60% of Pn), with dependence on voltage and frequency at the
connection node (load fundamental characteristics taken from [43,44]).
Even if considered by current standards, the test case does not intentionally include storage
systems directly connected to the LV network, to highlight the effects of the sole DG on the undesired
islanding of LV network portions. In general, ESSs are expected to provide an additional stabilizing
contribution, since they are able to provide quick active bidirectional power flows, which means
regulating both under-frequency and over-frequency transients. Furthermore, they could have a role
in balancing reactive power after the separation event.
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Figure 7. Schematic LV network adopted as the case study.
4.2. Generator Model
The component “Static Generator” represents the DG units connected to the LV network, both
in the case of single plant or in the case of multiple dispersed units along the distribution feeder.
The PWM electronic converter, modelled as a current-controlled device, has a 100 kVA size. Its active
and reactive power injections are controlled depending on both the study case (in terms of initial
conditions, as discussed in the following section) and the contribution of stabilizing functions.
A dedicated control model has been developed to accurately reproduce in the simulation software
environment the behaviour of the inverter, according to present and proposed regulating capabilities.
All of the four previously-illustrated stabilizing functions have been implemented and they can
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be individually activated. A macro block-diagram of the control scheme for the static generator is
reported in Figure 8, in which blocks “PLL”, “Voltage Measurement”, and “PWM Converter” are physical
elements installed in the network, whereas the others are logic controllers. On the left, the frequency
measurement block “PLL” makes available the frequency at the node “AC Control-bus”, whereas
the “Voltage Measurement” block evaluates the positive and negative sequence voltages at the same
point (v1, v2). The obtained measures are elaborated by the red blocks in which the mathematical
formulations of the regulating functions are implemented making use of the DIgSILENT simulation
language (DSL): (i) the block “P/f Q/V” defines the reference active and reactive power as a function
of voltage, frequency, and P-Q steady-state set-points, according to Italian standards; (ii) “Inertia
Emulation” evaluates the additional active power as function of the frequency time derivative; and
(iii) the “FVS” element defines the positive and negative sequence currents for the dynamic voltage
support. The block “Inverter controller” converts power and current input in terms of the reference
current signals (direct and quadrature components, subscripts P and Q, respectively, evaluated at
the positive and the negative sequences, subscripts 1 and 2) to drive the inverter (“PWM Converter”).
The DG capability constraints are evaluated by the inverter controller and the already defined functions
(P/f and Q/V) take priority over the proposed ones (inertia emulation and the FVS).
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The inertia emulation contribution is characterized through the definition of three parameters,
as described above: (i) the proportional constant Kd derived fr m the equivalent desired inertia
constant H (in this work, H = 0.5 s, Kd = 0.0032 [p.u.]); (ii) the time co stant Td for the low pass filter
(Td = 0.5 s); and (iii) the percent maximum inertia ontributions (referring to the DG c nverter rated
power, ∆PSI,n = −5%, ∆PSI,p = 5%). For the FVS function it is here assumed k = 3 to the proportional
constant of Equations (1) and (2), according to the MV grid standard [2]. Current injections from
Q/V and FVS are limited by the inverter capability, considering a maximum current injection during
transients equal to the 150% of the inverter rated value.
The IPS imposed on the DG unit is represented through a dedicated model which monitors the
network parameters at the node “AC Control-bus”. The measured values of frequency and voltage are
compared with the connection rule requirements [5] to define the DG disconnection.
5. Results
Two types of network eve ts have been analysed to asse s the contribution of st tic generators to
voltage and frequency stability. The first simulation type focuses on the unintentional LV islanding
formation due to the disconnection of the LV side of the transformer, to highlight the alterations of
the network parameters and their consequences on loss-of-main protection operation. The second
simulation type analyses the effects of stabilizing functions applied to DG units, in terms of voltage
variations during a three-phase short circuit on the MV side of the distribution transformer. The P/f
and Q/V contributions are clearly appreciable in both cases, whereas inertia emulation and FVS have
been introduced separately in the first and second case respectively (considering their effects as a
consequence of frequency and voltage perturbations). In both cases, the permissive thresholds for the
frequency relay are adopted.
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5.1. Islanded Network Stability
The islanding condition is created by opening the switch downstream of the transformer at the
time instant t = 1 s. As a consequence, the LV portion of the network remains energized by the
static generator.
Having disconnected the capacitor bank (CB) from the network, different values of the generator
active power set-point have been examined to identify distinct contributions, as reported in Table 2:
(i) active power generation lower than the load consumption (80%); (ii) active power generation equal
to the load consumption (in this configuration the lowest frequency perturbations are expected [18]);
and (iii) active power generation higher than the load consumption (120%). The DG reactive power
set-point is equal to zero in steady-state conditions according to [5]. For each case, three configurations
have been taken into account: (a) absence of power regulations (which means DG operating with fixed
active and reactive set-points); (b) activation of P/f and Q/V; and (c) activation of the synthetic inertia
in addition to P/f and Q/V regulations.
For each configuration, Table 2 reports the simulation results specifying whether the IPS correctly
operates extinguishing the undesired islanded phenomenon (YES) or not (NO). In the simulations,
the IPS is considered ineffective if the islanded condition is not identified (and consequently
de-energized) by disconnecting the DG in less than five seconds from the islanding formation.
Table 2. Islanding event parameters and their influence on the correct operation of the interface
protection system (IPS) (YES means that the IPS correctly operates, NO means an IPS failure in
identifying the islanding condition). CB: capacitor bank.
Generator
Psetpoint
Case P/f and Q/V SyntheticInertia
IPS Correct Action
(without CB)
IPS Correct Action
(with CB)
40 kW
(80% of Pload)
i.a OFF OFF YES NO
i.b ON OFF YES YES
i.c ON ON NO NO
50 kW
(100% of Pload)
ii.a OFF OFF YES NO
ii.b ON OFF NO NO
ii.c ON ON NO NO
60 kW
(120% of Pload)
iii.a OFF OFF YES YES
iii.b ON OFF NO NO
iii.c ON ON NO NO
The results analysis clearly shows that the on-board regulating functions, which have been
designed for grid-connected DG operation, significantly contribute to maintain uncontrolled islanding
conditions in the separated network portion. In detail, considering configurations ii.a, ii.b and ii.c,
in which an active power equilibrium between generation and load exists at the time of islanding
formation (Psetpoint = Pload), without regulations the IPS correctly intervenes as a consequence of a rapid
frequency rise due, in part, to the reactive power imbalance Qload − Qsetpoint. It is relevant to note that
activation of the sole stabilization functions presently required by the Italian standards (P/f and Q/V)
is sufficient for inhibiting the loss-of-main protection, thus enabling the islanding operation.
Differently, taking into account configurations i.a, i.b, and i.c (where Psetpoint < Pload), the active
power surplus supplied by the inertia emulation is sufficient to cause a stable islanding phenomenon
for a non-negligible duration (case i.c). Figure 9a, referring to the scenario i.b, reports the case of
the active power deficit in the LV network at the islanding formation, where the synthetic inertia is
not activated on the DGs. Active power, reactive power, voltage, and frequency profiles during the
transient are illustrated. Plain lines represent the inverter quantities, whereas dotted lines represent
the load ones. Symbols v1s, v2s, v1i, and v2i refer to the Q/V activation thresholds, whereas f 1, f 2, and f 3
refer to the IPS thresholds 51.5, 50.3, and 47.5 Hz, respectively. It is clearly visible that, following the
switch opening, the voltage rapidly drops, but is quickly restored and maintained within acceptable
levels by the Q/V regulation (as witnessed by the plain blue line in the second diagram from the top),
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whereas the frequency decreases below the 47.5 Hz threshold and the IPS correctly intervenes through
the under frequency relay four seconds later than the under-frequency threshold violation (island is
de-energized at t = 5.59 s).
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Figure 9. Electrical parameters profiles with Psetpoint < Pload in configuration i.b (a) and i.c (b): P/f and
Q/V are always active, with synthetic inertia off (left) and on (right).
Figure 9b illustrates the behaviour of active and reactive power, voltage, and frequency in case
the synthetic inertia emulation is activated (case i.c). After the islanding formation and the consequent
voltage perturbation, voltage is quickly restored and maintained in the admitted region (0.85–1.15 p.u.)
by the Q/V regulation, similarly to the previous case i.b shown in Figure 9a. In the present case,
however, the active power injected by the synthetic inertia regulating function has a considerable
smoothing effect on the frequency drop. Consequently, the under-frequency relay of the IPS cannot
detect the islanding event, allowing a stable operation of the network portion disconnected by the
main grid for a non-negligible duration (longer than five seconds).
In the second and third scenarios (Psetpoint = Pload and Psetpoint > Pload, respectively), the results are
similar, i.e., the activation of the sole P/f and Q/V regulations (case ii.b and iii.b) is sufficient to inhibit
the IPS action even if the inertia emulation is not activated. The islanded portion of network is able to
reach a stable operating condition since the generated active power is reduced according to the pre-set
statism of the P/f curve.
It is worth assessing the role of reactive compensation devices connected to the LV network
(e.g., capacitor banks installed by end-user to avoid or reduce bill penalties [45,46]). For this purpose,
a capacitor bank with 20 kvar rated power is introduced (as shown in Figure 7) to fully compensate
the load reactive absorption (case “CB” in Table 2). Even if regulations are deactivated, the presence of
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the reactive compensator contributes supporting a stable islanding steady-state regime in case of both
Psetpoint < Pload and Psetpoint = Pload (scenarios i.a and ii.a, respectively). In the first case the capacitor
bank involves an admitted voltage drop that implies an active power equilibrium and frequency
stability (remembering that Pload depends on the voltage level at the connection node). In the scenario
ii.a, the capacitor bank dramatically reduces the reactive power load-generation unbalance limiting
the voltage perturbation caused by the island separation.
Table 3 generalizes the results previously reported in Table 2. For each configuration in terms of
activated stabilizing functions, and considering different load power factors (corrected by the reactive
power compensator), the range of DG active power set-point Psetpoint involving an incorrect operation
of the IPS is reported. It is clearly demonstrated how the activation of stabilizing functions, useful in
steady-state operating conditions, enlarges the range of possible conditions in which an unintentional
island could be supplied by local DGs for a non-negligible duration. The range enlargement is
particularly significant in the case of generation surplus, i.e., the P/f action has a great contribution on
islanding stabilization in case the IPS adopts the permissive thresholds on the frequency relay.
Table 3. Range of the generated power set-point Psetpoint involving a potential IPS failure in the case of
transformer disconnection on the LV side. The detrimental effects of stabilizing functions and load
reactive power compensation on the IPS operation clearly appears in terms of Psetpoint range width.
P/f and Q/V Synthetic Inertia Load Power Factor
Ranges of DG Active Power
Psetpoint Involving a IPS Failure,
Compared with Pload
OFF OFF
0.928 (no compensation) —
0.95 (3.6 kVAr) —
0.98 (9.9 kVAr) —
1.00 (20 kVAr) 76%–116% of Pload
ON OFF
0.928 (no compensation) 82%–164% of Pload
0.95 (3.6 kVAr) 82%–164% of Pload
0.98 (9.9 kVAr) 84%–168% of Pload
1.00 (20 kVAr) 86%–172% of Pload
ON ON
0.928 (no compensation) 74%–186% of Pload
0.95 (3.6 kVAr) 74%–86% of Pload
0.98 (9.9 kVAr) 76%–188% of Pload
1.00 (20 kVAr) 79%–190% of Pload
Furthermore, a detrimental effect caused by reactive power compensators is appreciable.
Generally speaking, compensation devices modify the range of DG active power involving
unintentional islanding conditions. In particular, a stable islanded operation could be reached by the
network even if no stabilizing functions are activated on the DG unit.
5.2. Voltage Levels during Faults
In this case, a three-phase short circuit event is simulated at the MV side of the distribution
transformer at t = 1 s, with a resistive fault impedance 1.3 Ω. As a consequence, a symmetrical
voltage drop is experienced by the entire LV network. All of the devices, before the IPS action, are still
energized by both the external MV grid and the LV static generator. In this way, the frequency is
maintained almost unchanged and the inertia emulation becomes ineffective.
Three conditions of active power imbalance have been tested, as detailed in Table 4, with
the aim to verify possible different generator contributions to the network stability. For each
condition, three scenarios with different activated functions have been considered: (a) no regulations;
(b) activation of the sole P/f and Q/V functions; and (c) FVS is added to P/f and Q/V actions. The load
is unchanged with respect to the previous study case and the capacitor bank is disconnected.
Table 4 reveals that the IPS operation is always well-timed: no power regulation is adequate to
correct the voltage drop maintaining it in the admitted region. In addition, no appreciable differences
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appear modifying the active power injected by the inverter (Psetpoint) because, in any case, the external
grid compensates the imbalance between generation and load.
Table 4. Results obtained in the case of a three-phase short circuit on the MV side of the MV/LV
transformer. In the analysed scenarios, no interactions between the FVS and the IPS operation appear,
even if the voltage drop is reduced by the FVS.
Generator Psetpoint P/f and Q/V FVS IPS Correct Action
40 kW
(80% of Pload)
OFF OFF YES
ON OFF YES
ON ON YES
50 kW
(100% of Pload)
OFF OFF YES
ON OFF YES
ON ON YES
60 kW
(120% of Pload)
OFF OFF YES
ON OFF YES
ON ON YES
Figure 10 illustrates the contribution of the stabilizing functions in terms of voltage drop reduction
during the fault, considering Psetpoint equal to 50 kW and comparing the voltages at the node
“AC Control-bus” as measured in the different scenarios. The voltage profiles obtained with the
sole Q/V and adding FVS are superimposed to the image referred to the base case, without stabilizing
regulations (on the left). The voltage is equal to 1 p.u. before the event and drops under 0.85 p.u.
during the short circuit. In the central frame, the activation of Q/V lightly supports the voltage raise.
On the right, the combination of Q/V and FVS further contributes to the voltage restoring but not
enough to ensure a stable operation within the allowed range, so the IPS correctly trips at t = 1.40 s
(final voltage step, in coherence with Figure 4). However, the stabilizing function activation could
result in a more critical detection of anomalous conditions, taking into account the measurement error.
In general, different results can be obtained depending on the fault impedance.
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6. Conclusions
Up until now dispersed generators have been traditionally connected to LV distribution grids
without requiring any stabilizing behaviour to support network contingencies. In case of low
penetration of local generators, passive loss-of-main protections were able to efficiently identify
potentially dangerous conditions and safely disconnect the generation. Only a perfect reactive
compensation of the load absorption would give rise to a potential risk of unintentional islanding.
Subsequently, since the dispersed generation has increased its diffusion in distribution systems,
active end-users are required to participate in network stability. In particular, advanced functions have
Energies 2017, 10, 156 14 of 16
been imposed to local static generating units, which may easily be accounted for by suitably modifying
the electronic converter controller. In this way, small-scale generators contribute to minimizing
over-frequency perturbations by modulating active power, have a role in sustaining voltage along the
feeder by exchanging reactive power, and avoid undesired disconnections acting on the IPS thresholds
(e.g., implementing the FVRT). In addition, further stabilizing functions are under study, such as
voltage support strategies and synthetic inertia.
This work demonstrates how the adoption of stabilizing regulations on dispersed generators,
even if a better behaviour in the case of main network events is assured, may have potential negative
effects in terms of islanding detection and, consequently, safety issues. Taking into account the present
grid code requirements, simulations show that, in several network operating conditions, portions
of the LV grid could be energized by dispersed units for a non-negligible duration. In other words,
presently-required IPSs may be unable to identify the islanding condition, since the frequency/voltage
perturbations during the island formation are reduced by stabilizing functions. It is demonstrated
that raising the DG penetration, introducing further stabilizing functions (such as voltage support
and synthetic inertia), and connecting compensating units to regulate the end-users power factor, may
dramatically increase the risk of failure of present loss-of-main protections.
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